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i ,Chem'my Water A:?J,ysus & Consulhnanc.
Bacteriology 304 BLAIR BEYD. « EUGENE, OREGON 97402 |nv. No.: 2210
EPA Certified i) 503-485-8404 0
State Certified I| | Cust. PO No.:

CIALEPI)

REPORT OF ANALYSIS OF DRINKING WATER FOR SECONDARY CHEMICAL CONTAMINANTS*

NAME __City of St, Helens, °°LLEEI&2 3/2/84 gy_Customer
ADDRESS _P.0. Box 278 R ATE 3/5/84 TIME_
St. Helens,.OR 97051 ANALIZED  » TIME

WATER SYSTEM Same SOURCE well
CRITERIA

i Max Allowable :
Physical & Chemical Concentration Desirable Test Results
Chlorides 250 mg/1 < 25 mg/1 10 mg/1
Copper IR " mg/1 NONE 0.23 mg/1

'~ Hardness (as CaC04) 250 mg/1 < 60 mg/1 88 mg/1
Iron 0.3 mg/l NONE 0.03mg/1
Manganese 0.05 mg/1 NONE 0,02 mg/1
pH L6l 7.0-8.0 817 -

Solids: (Residue) _
Filterable ("Total Solids") 500 mg/1 <100 mg/1 170 mg/1

Nonfilterable ("Sand") 2.0 mg/l NONE e ey
Specific Conductance g 170  umho/cm
Sulfates 250 mg/1 25 mg/1 1  mg/l
Total Dissolved Solids (Est) 500 mg/1 <106 mg/1 110 mg/1
Zinc 5.0 mg/l <0,5 mg/1 <0.01 pg/1

| ' USEPA SF

*(OAR Chapter 333/ection 42-210 revised 2/82) ([[[ITNIINE

/, 1443776
' / Datie 3/15/84
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/ .Ab Report No: 045249

Water Analysis l. Comultit?:."lm;'.. ' Inv. No: 2210
A BLVO. _ '
&) :?:c%u:'. OREGON 97402 Customer PO No:
503 485-8404 : '
| | ~ CORROSIVITY. : o
NAME City of St. Helens 'SOURCE Columbia River/Ranney Collector
ADDRESS P.0. Box 278 LOCATION City Hall tap
] ' St. Helens, OR 97051 DATE COLLECTED 3/2/84 BY Customer
4 SAMPLERS: CUSTOMER /7 WACI /7 DATE ANALYZED
; : Test Results
CORROSIVITY: LANGLIER SATURATION INDEX =16k
| —
’l Filterable Solids 170 mg/1
pH 6.7
| Témperature _ ' 12 ___°cC
| | —
1 Alkalinity | 78 mg/l
Calcium Hardness 88 .mg/1
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_ Date_ 3/15/84






